
640 

40 CFR Ch. I (7–1–12 Edition) § 141.722 

MICROBIAL TOOLBOX REPORTING REQUIREMENTS—Continued 

Toolbox option Systems must submit the following infor-
mation On the following schedule 

(7) Individual filter performance ......... Monthly verification of the following: (i) In-
dividual filter effluent (IFE) turbidity lev-
els less than or equal to 0.15 NTU in at 
least 95 percent of samples each month 
in each filter (ii) No individual filter great-
er than 0.3 NTU in two consecutive 
readings 15 minutes apart.

Monthly reporting within 10 days following 
the month in which the monitoring was 
conducted, beginning on the applicable 
treatment compliance date in § 141.713.] 

(8) Demonstration of performance ..... (i) Results from testing following a State 
approved protocol.

(ii) As required by the State, monthly 
verification of operation within conditions 
of State approval for demonstration of 
performance credit.

No later than the applicable treatment 
compliance date in § 141.713. 

Within 10 days following the month in 
which monitoring was conducted, begin-
ning on the applicable treatment compli-
ance date in § 141.713. 

(9) Bag filters and cartridge filters ...... (i) Demonstration that the following criteria 
are met: (A) Process meets the defini-
tion of bag or cartridge filtration; (B) Re-
moval efficiency established through 
challenge testing that meets criteria in 
this subpart.

No later than the applicable treatment 
compliance date in § 141.713. 

(ii) Monthly verification that 100% of plant 
flow was filtered.

Within 10 days following the month in 
which monitoring was conducted, begin-
ning on the applicable treatment compli-
ance date in § 141.713. 

(10) Membrane filtration ..................... (i) Results of verification testing dem-
onstrating the following: (A) Removal ef-
ficiency established through challenge 
testing that meets criteria in this subpart; 
(B) Integrity test method and param-
eters, including resolution, sensitivity, 
test frequency, control limits, and associ-
ated baseline.

No later than the applicable treatment 
compliance date in § 141.713. 

(ii) Monthly report summarizing the fol-
lowing: (A) All direct integrity tests above 
the control limit; (B) If applicable, any 
turbidity or alternative state-approved in-
direct integrity monitoring results trig-
gering direct integrity testing and the 
corrective action that was taken.

Within 10 days following the month in 
which monitoring was conducted, begin-
ning on the applicable treatment compli-
ance date in § 141.713. 

(11) Second stage filtration ................ Monthly verification that 100% of flow was 
filtered through both stages and that first 
stage was preceded by coagulation step.

Within 10 days following the month in 
which monitoring was conducted, begin-
ning on the applicable treatment compli-
ance date in § 141.713. 

(12) Slow sand filtration (as sec-
ondary filter).

Monthly verification that both a slow sand 
filter and a preceding separate stage of 
filtration treated 100% of flow from sub-
part H sources..

Within 10 days following the month in 
which monitoring was conducted, begin-
ning on the applicable treatment compli-
ance date in § 141.713. 

(13) Chlorine dioxide .......................... Summary of CT values for each day as 
described in § 141.720..

Within 10 days following the month in 
which monitoring was conducted, begin-
ning on the applicable treatment compli-
ance date in § 141.713. 

(14) Ozone ......................................... Summary of CT values for each day as 
described in § 141.720..

Within 10 days following the month in 
which monitoring was conducted, begin-
ning on the applicable treatment compli-
ance date in § 141.713. 

(15) UV ............................................... (i) Validation test results demonstrating op-
erating conditions that achieve required 
UV dose.

(ii) Monthly report summarizing the per-
centage of water entering the distribution 
system that was not treated by UV reac-
tors operating within validated conditions 
for the required dose as specified in 
141.720(d)..

No later than the applicable treatment 
compliance date in § 141.713. 

Within 10 days following the month in 
which monitoring was conducted, begin-
ning on the applicable treatment compli-
ance date in § 141.713. 

§ 141.722 Recordkeeping requirements. 

(a) Systems must keep results from 
the initial round of source water moni-

toring under § 141.701(a) and the second 
round of source water monitoring 
under § 141.701(b) until 3 years after bin 
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classification under § 141.710 for filtered 
systems or determination of the mean 
Cryptosporidium level under § 141.710 for 
unfiltered systems for the particular 
round of monitoring. 

(b) Systems must keep any notifica-
tion to the State that they will not 
conduct source water monitoring due 
to meeting the criteria of § 141.701(d) 
for 3 years. 

(c) Systems must keep the results of 
treatment monitoring associated with 
microbial toolbox options under 
§§ 141.716 through 141.720 and with un-
covered finished water reservoirs under 
§ 141.714, as applicable, for 3 years. 

REQUIREMENTS FOR SANITARY SURVEYS 
PERFORMED BY EPA 

§ 141.723 Requirements to respond to 
significant deficiencies identified in 
sanitary surveys performed by EPA. 

(a) A sanitary survey is an onsite re-
view of the water source (identifying 
sources of contamination by using re-
sults of source water assessments 
where available), facilities, equipment, 
operation, maintenance, and moni-
toring compliance of a PWS to evalu-
ate the adequacy of the PWS, its 
sources and operations, and the dis-
tribution of safe drinking water. 

(b) For the purposes of this section, a 
significant deficiency includes a defect 
in design, operation, or maintenance, 
or a failure or malfunction of the 
sources, treatment, storage, or dis-
tribution system that EPA determines 
to be causing, or has the potential for 
causing the introduction of contamina-
tion into the water delivered to con-
sumers. 

(c) For sanitary surveys performed 
by EPA, systems must respond in writ-
ing to significant deficiencies identi-
fied in sanitary survey reports no later 
than 45 days after receipt of the report, 
indicating how and on what schedule 
the system will address significant de-
ficiencies noted in the survey. 

(d) Systems must correct significant 
deficiencies identified in sanitary sur-
vey reports according to the schedule 
approved by EPA, or if there is no ap-
proved schedule, according to the 
schedule reported under paragraph (c) 
of this section if such deficiencies are 
within the control of the system. 

Subpart X—Aircraft Drinking Water 
Rule 

SOURCE: 74 FR 53618, Oct. 19, 2009, unless 
otherwise noted. 

§ 141.800 Applicability and compliance 
date. 

(a) Applicability. The requirements of 
this subpart constitute the National 
Primary Drinking Water Regulations 
for aircraft that are public water sys-
tems and that board only finished 
water for human consumption. Aircraft 
public water systems are considered 
transient non-community water sys-
tems (TNCWS). To the extent there is a 
conflict between the requirements in 
this subpart and the regulatory re-
quirements established elsewhere in 
this part, this subpart governs. 

(b) Compliance date. Aircraft public 
water systems must comply, unless 
otherwise noted, with the requirements 
of this subpart beginning October 19, 
2011. Until this compliance date, air 
carriers remain subject to existing na-
tional primary drinking water regula-
tions. 

§ 141.801 Definitions. 

As used in this subpart, the term: 
Administrator means the Adminis-

trator of the United States Environ-
mental Protection Agency or his/her 
authorized representative. 

Air carrier means a person who under-
takes directly by lease, or other ar-
rangement, to engage in air transpor-
tation. The air carrier is responsible 
for ensuring all of the aircraft it owns 
or operates that are public water sys-
tems comply with all provisions of this 
subpart. 

Aircraft means a device that is used 
or intended to be used for flight in the 
air. 

Aircraft water system means an air-
craft that qualifies as a public water 
system under the Safe Drinking Water 
Act and the national primary drinking 
water regulations. The components of 
an aircraft water system include the 
water service panel, the filler neck of 
the aircraft finished water storage 
tank, and all finished water storage 
tanks, piping, treatment equipment, 
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